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No of Floors : G+2 FLOORS + 3rd FLOOR PART

Building Height : 14.21 Mtrs
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FLOORS

FSI AREA

COMM. RESI.

DU

FSI AREA

TOTAL

IND. SPEC.

FLOOR WISE FSI STATEMENT:A (BLOCK 1)

0 0.000.00 0.000.00 0.00Terrace

0 335.150.00 0.00335.15 0.00THIRD FLOOR

0 610.250.00 0.00610.25 0.00SECOND FLOOR

0 623.370.00 0.00623.37 0.00FIRST FLOOR

0 610.250.00 0.00610.25 0.00GROUND FLOOR

0 2179.020.00 0.002179.02 0.00Total
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RAIN WATER PIPE

TERRACE
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= 4800 LIT 

BY PERSON / DAY 

---  4800 / 2 = 2.4 SQ.M SEPTIC TANK AREA 

---  2 M   DEPTH OF THE SEPTIC TANK  

--- 40 X 120  TOTAL CAPACITY OF TANK  

--- 40 LITERS

THE EFFICIENT USAGE 

--- 5 x 24 =120

DESIGN OF SEPTIC TANK & UPFLOW FILTER

FIXTURE EQUIVALENT
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Metro water

Collection sump for

6,400 lts capacity

1.98 x 2.13 x 1.52

Scientifically Closed

EFFLUENT SUMP

  - 2.44X1.83X2.00 M

--- 1.83X1.83X2.00 M

--- 1.83X1.83X2.00 M

--- 2.4/1.80 = 1.3 SQ.M

SIZE OF FINAL EFFLUENT SUMP

SIZE OF UPFLOW FILTER -2

SIZE OF UPFLOW FILTER -1

HENCE AREA OF FINAL
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